MIAMI-DADE COUNTY
E PRODUCT CONTROL SECTION
DEPARTMENT OF REGULATORY AND ECONOMIC RESOURCES (RER) 11805 SW 26 Street, Room 208

BOARD AND CODE ADMINISTRATION DIVISION T (786) 315-2590 F (786) 315-2599
NOTICE OF ACCEPTANCE (NOA) www.miamidade.gov/economy

Coastal Innevative Products, Inc.
941 N. Alm Street Suite-C
Orange, CA, 92807

'Score:

This NOA is being issued under the applicable rules and regulations governing the use of construction materials.
The documentation submitted has been reviewed and accepted by Miami-Dade County RER -Product Control
Section to be used in Miami Dade County and other areas where allowed by the Authority Having Jurisdiction
(AHD).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Section (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to have
this product or material tested for quality assurance purposes. If this product or material fails to perform in the
accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately revoke,
modify, or suspend the use of such product or material within their jurisdiction. RER reserves the right to revoke
this acceptance, if it is determined by Miami-Dade County Product Control Section that this product or material
fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the Florida Building Code,
including the High Velocity Hurricane Zone.

DESCRIPTION: LANAI Series Aluminum QOut folding Doors-L.M.L

APPROVAL DOCUMENT: Drawing No. CIP001 Rev C, titled “E-3 Hurricane” Bi-folding Door”, sheets 1
through 11 of 11, prepared by Building Drops Inc., dated 10/06/10 and last revised on 08-26-2015, signed and
sealed by Hermes F. Norero, P.E., bearing the Miami-Dade County Product Control Renewal stamp with the Notice
of Acceptance number and expiration date by the Miami-Dade County Product Control Section.

MISSILE IMPACT RATING: Large and Small Missile Impact Resistant

Limitations:

1. See Design Pressure rating Vs sill types in sheet 1.

2. See Recess threshold detail for Low Rise and Flush Sill into wood substrate and concrete substrate in sheet 11.
3. Insulated glass interlayer “Sentryglas” by Kurrary America Inc. (Formaily known DuPont De Nemours & Co.).
4, Steel stud instaliation to be reviewed by AHJ for structural adequacy and code requirements.

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state, model/series,
and following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA. as an endorsement of any product,
for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply with any
section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by the

expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall be
done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors and
shall be available for inspection at the job site at the request of the Building Official.

This NOA renews NOA# 14-0910.09 and consists of this page 1 and evidence pages E-1, as well as approval
document mentioned above.

The submiited documentation was reviewed by Ishaq I, Chanda, P.E.

NOA No. 16-0303.03
MIAMIDADE COUNTY : irati .
Expiration Date: July 21, 2021

Approval Date: April 07, 2016
Page 1
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Coastal Innovative Products, Inc.

A.

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

DRAWINGS
1. Manufacturer's die drawings and sections (Submitted under files listed below)
2. Drawing No. CIP001 Rev C, titled “E-3 Hurricane” Bi-folding Door”, sheets 1 through 11 of 11,

prepared by Building Drops Inc., dated 10/06/10 and last revised on (8-26-2015, signed and sealed by
Hermes F. Norero, P.E.

TESTS (Submitted under files #14-0910.09/#12-0326.09/4#10-1019.92)
1. Test reports on: 1) Air Infiltration Test, per FBC, TAS 202-94
2) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94
3) Water Resistance Test, per FBC, TAS 202-94 (See Sill types, sheet 1)
4) Large Missile Impact Test per FBC, TAS 201-94
5) Cyclic Wind Pressure Loading per FBC, TAS 203-94
6) Forced Entry Test, per FBC 2411 3.2.1, TAS 202-94
along with marked-up drawings and installation diagram of Out folding aluminum doors,
prepared by Architectural Testing, Test Report No. A0896.02-301-18, dated 09/29/10, signed and
sealed by Joseph A. Reed, P. E.
Additional Referenced test report, along w/ marked-up drawings and installation diagram of In
folding aluminum doors, prepared by Architectural Testing, Test Report No. A0896.01-301-18,
dated 09/29/10, signed and sealed by Joseph A. Reed, P. E., this outfolding was supplemented by
an addendum letter dtd 02/01/11 by Architectural Testing, signed and sealed by Joseph A. Reed,
P.E.

CALCULATIONS (submitted under files #14-0910.09)

1. Anchor verification calculations and comparative analysis complying with FBC-2014(5™
Edition) and “No financial intetest”, prepared by Building Drops Inc., dated 08/26/15, signed
and sealed by Hermes F. Norero, P.E

2. Glazing complies w/ ASTME-1300-02, -04 &-09

QUALITY ASSURANCE
1. Miami-Dade Department of Regulatory and Economic Resources (RER).

MATERIAL CERTIFICATIONS

1. Notice of Acceptance No. 14-0916.11 issued to Kuraray America, Ine. (Former E.I. DuPont
DeNemours & Co., Inc. for the “Sentry Glass ® (Clear and White) Glass Interlayers”,
expiring on 07/04/18.

2. Thermoplastic properties of Santoprene 101-64 per ASTMD 412, ASTMD 395, ASTMD 624
and ASTM D 792 (Submitted under file #10-1019.02)

STATEMENTS

1. Statement letter of conformance to FBC 2014(5™ Edition), prepared by Building Drops Inc.,
dated 07/11/14 , signed & sealed by Hermes F. Norero, P.E.(submitted under files #14-0910.09)

2. TFictitious Business name (Lanai Doors) dated 07/10/2012, issued to Coastal Innovative Inc.,
issued by Orange County Clerk-Recorder, State of California

3. Lab compliance as part of the above referenced test report.

OTHER

1. This NOA renews NOA #14-0910.08, expiring on (7/21/21.

2. Test proposal #10-0393, dated June 14, 2010, approved by BCCO.

popeS o g Lshoes \ . L_L\‘\"“-;"

Ishaq 1. Chanda, P.E.

Product Control Examiner
NOA No. 16-0303.03
Expiration Date: July 21, 2021
Approval Date: April 07,2016
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INSTALLATION NOTES:

1. ONE (1) INSTALLATION ANCHOR IS REQUIRED AT EACH ANCHOR
LOCATION SHOWN. {SEE ANCHOR LAYQUT SHEETS 2 - 4)

2. THE NUMBER OF INSTALLATION ANCHORS DEPICTED 15 THE
MINIMUM NUMBER OF ANCHORS TG BE USED FOR PRODUCT
INSTALLATION.

3. INSTALL INDIVIDUAL INSTALLATION ANCHORS WITHIN A
TOLERANCE OF +1/16 INCH OF THE DEPICTED LOCATION IN THE
ANCHOR LAYOUT DETAIL (I.E., WITHOUT CONSIDERATION OF
TOLERANCES), TOLERANCES ARE NOT CUMULATIVE FROM ONE
INSTALLATION ANCHOR TO THE NEXT.

4, SHIM AS REQUIRED AT EACH INSTALLATION ANCHOR WITH LOAD
BEARING SHIMIS). MAXIMUM ALLOWABLE SHIM STACK TO BE
1/4 INCH. SHIM WHERE SPACE OF 1/16 INCH OR GREATER
OCCURS. SHIM(S) SHALL BE CONSTRUCTED OF HIGH DENSITY
PLASTIC OR BETTER.

5. FORINSTALLATION INTO WOOD FRAMING USE #14 WOOD
SCREWS (MIN. Fyg= 80 KSI) OF SUFFICIENT LENGTH TO ACHIEVE 2
INCH MINIMUM EMBEDMENT INTO WOOD SUBSTRATE WITH
MINIMUM 1 INCH EDGE DISTANCE.

6. FOR INSTALLATION THROUGH 1X BUCK TO CONCRETE/MASONRY,
OR DIRECTLY INTO CONCRETE/MASONRY, USE 1/4 INCH
DIAMETER ITW TAPCONS OF SUFFICIENT LENGTH TO ACHIEVE 1
3/4 INCH MINIMUM EMBEDMENT AND WITH MINIMUM 2-1/2
INCH EDGE DISTANCE.

7. FORINSTALLATION INTO 33 KSI STEEL $TUD USE ¥3"-14 TEKS
SELCET, ELCO DRIL-FLEX, OR HILTI KWIK-FLEX SCREWS (GRADE 5),
OF SUFFICIENT LENGTH TO ACHIEVE THREE (3) THREADS
MINIMUM PENETRATION BEYOND THE STEEL STRUCTURE.

8. MINIMUM EMBEDMENT AND EDGE DISTANCE EXCLUDE WALL
FINISHES, INCLUDING BUT NOT LIMITED TO STUCCQ, FOAM,
BRICK VENEER, AND SIDING.

9. INSTALLATION ANCHORS AND ASSOCIATED HARDWARE MUST BE
MADE OF CORROSION RESISTANT MATERIAL OR HAVE A
CORROSION RESISTANT COATING.

10. FOR GROUT FILLED BLOCK, DO NOT INSTALL INSTALLATION
ANCHORS INTO MORTAR JOINTS. EDGE DISTANCE IS MEASURED
FROM FREE EDGE OF BLOCK OR EDGE OF MORTAR JOINT INTO
FACE SHELL OF BLOCK.

11. INSTALLATION ANCHORS SHALL BE INSTALLED tN ACCORDANCE
WITH ANCHOR MANUFACTURER'S INSTALLATION INSTRUCTIONS,
AND ANCHORS SHALL NOT BE USED IN SUBSTRATES WITH
STRENGTHS LESS THAN THE MINIMUM STRENGTH SPECIFIED IN
THIS APPROVAL.

12. INSTALLATION ANCHOR CAPACITIES FOR PRODUCTS HEREIN ARE
BASED ON SUBSTRATE MATERIALS WITH THE FOLLOWING
PROPERTIES:

A. WOOD - MINIMUM SPECIFIC GRAVITY OF 0.55.

B, CONCRETE -MINIMUM COMPRESSIVE STRENGTH OF 3000 PSI.

C. GROUT-FILLED CMU- UNIT STRENGTH CONFORMS TO ASTM
C-90 AND GROUT CONFORMS TO ASTM € 476, MINIMUM
GROUT COMPRESSIVE STRENGTH OF 2000 P5l.

D. STEEL - MINIMUM YIELD STRENGTH OF 33 KSI. MINIMUM
WALL THICKNESS OF 33 MILS (20 GAUGE OR 0.033 {N.) MUST
BE DESIGNED TO ADEQUATELY TRANSFER LOADS APPLIED.

13. THRESHOLD/SILL INSTALLATION: FLUSH GUIDE SILL (DETAIL D/5)
& LOW-RISE SILL {DETAIL K/6) ARE LIMITED TO INSTALLATIONS AS
SHOWN ON SHEET 11 INTO WOOD OR CONCRETE SUBSTRATES.

COASTAL INNOVATIVE PRODUCTS

LANAI SERIES E3 HURRICANE

GENERAL NOTES:

1. THE PRODUCT SHOWN HEREIN 15 DESIGNED AND
MANUFACTURED TO COMPLY WITH THE 5TH EDITION
FLORIDA BUILDING CODE (FBC}, INCLUDING HVHZ AND HAS
BEEN EVALUATED ACCORDING TO THE FOLLOWING:

+  TAS201-54
o TAS202-94
« TA5203-94

N

ADEQUACY OF THE EXISTING STRUCTURAL
CONCRETE/MASCONRY AND 2X FRAMING A5 A MAIN WIND
FORCE RESISTING SYSTEM CAPABLE OF WITHSTANDING
AND TRANSFERRING APPLIED PRODUCT LOADS TO THE
FOUNDATION [S THE RESPONSIBILITY OF THE ENGINEER OR

ARCHITECT OF RECORD FOR THE PROJECT OF INSTALLATION.

3. 1XAND 2X BUCKS (WHEN USED) SHALL BE DESIGNED AND
ANCHORED TO PROPERLY TRANSFER ALL LOADS TO THE
STRUCTURE. BUCK DESIGN AND INSTALLATION IS THE
RESPONSIBILITY OF THE ENGINEER OR ARCHITECT OF
RECORD FOR THE PROJECT OF INSTALLATION.

4. THE INSTALLATION DETAILS DESCRIBED HEREIN ARE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS FOR
A SPECIFIC SITE. IF SITE CONDITIONS CAUSE INSTALLATION
TO DEVIATE FROM THE REQUIREMENTS DETAILED HEREIN,
A LICENSED ENGINEER OR ARCHITECT SHALL PREPARE SITE
SPECIFIC DOCUMENTS FOR USE WITH THIS DOCUMENT.
FOR NON-HVHZ AREA, INSTALLATION TO BE REVIEWED BY
AHJ (AUTHORITY HAVING JURISDICTION].

5. DEVIATION FROM THE APPROVED NOA IN HVHZ AREA
REQUIRE A ONE TIME APPROVAL FROM MIAMI-DADE
COUNTY.

6. APPROVED IMPACT PROTECTIVE SYSTEM 1$ NOT REQUIRED
ON THIS PRODUCT IN AREAS REQUIRING IMPACT
RESISTANCE.

7. DOOR FRAME MATERIAL: ALUMINUM 6063-T5

8. GLASS MEETS THE REQUIREMENTS OF ASTM E 1300 GLASS
CHARTS. SEE SHEET 6 FOR GLAZING DETAILS.

9. SILICONE SEALANT TO BE APPLIED BETWEEN GLASS AND
FRAME AND BETWEEN FRAME CORNERS AND PANEL
CORNERS.
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1/4" TTW TAPCON — | . 2 1/2" MIN, EDGE INSTALLATIONANCHOR |, - eneE ' B P18 BN B
INSTALLATION ANCHOR ) DISTANCE DISTANCE T PRODUCT RENE W eas PRopucrrevisen « |- Sz Sy v E
(SEE ELEVATION) - 2 1/2" MIN, EDGE as complying with the Floriay "‘“'P'ﬂll withthe Froid: |5 S |2 P | T ¥ vt Z
DISTANCE Buiding Cade o |°
/A\ VERTICAL SECTION /D\ VERTICAL SECTION | immmpeoriag® | manild A B
\\Sj SILL - CONCRETE/MASONRY \5./ SILL - 2X WOOD FRAME By o\ \ 1 CI P OO 1
STANDARD THRESHOLD * FLUSH GUIDE THRESHOLD : Miomi e Pim ] ) HECT: 5 OF 11

1/4-14 TEK 5CREW

INSTALLATION ANCHOR

(SEE NOTE 7, SHEET 1)

LANA!




2" MIN. 2" MIN, 2" MIN.
EMBEDMENT EMBEDMENT EMBEDMENT
#14 WOOD SCREW " INTERIOR #14 WOOD SCREW " INTERIOR #14 WOOD SCREW " INTERIOR
INSTALLATION ANCHOR — IS/H"'IA')\"AX' =  INSTALLATION 174" MAX. — INSTALLATION 174" MAX. —
ANCHOR SHIM ANCHOR SHIM
1 SEE GLAZING /® ﬁ)/@ /. / SEE GLAZING
F—t DETAIL 1, SHEET 6 [ DETAIL 1, SHEET 6
AT - -
e MIN i MIN 1" MIN_
EDGE EDGE
EDGE DTTANCE IS TANCE \ e
!
(2) 2X8 WOOD BUCK / """"""""""" NON () 2¢8 Woob Buck NA| (@) 2x8 Woob Buck '
BY OTHERS 1 , ‘N—BY OTHERS i 11N BY OTHERS EXTERTOR
(SEE GENERAL NOTE 3} EXTERIOR (SEE GENERAL NOTE 3)  EXTERIOR g (SEE GENERAL NOTE 3)
—O0A - 0.A.
EXTERTOR FINISH U?\,?T . EXTERIORFINISH U?{,?'T EXTERIOR FINISH I UN';T R
BY OTHERS WIDTH BY OTHERS WIDTH BY OTHERS WIDTH
O\ HORIZONTAL SECTION /P HORIZONTAL SECTION /@) HORIZONTAL SECTION

(ONLY ON EVEN NUMBER CONFIGURATIONS, SEE SCHEDULE SHEET 10)

\&/

JAMB - 2X WOOD FRAME

END CARRIER TO JAMB

\6/

MAX UNIT HEIGHT

SEE GLAZING

98-15/32" /T DETAILL 2, SHEET 6
\
SEE SHEET 11, DETAILS S/11 /
4 T/11 FOR LOWRISE SILL i b (10
PREPARATION DETAILS EXTERIOR : INTERIOR
0.A
UNIT
1
HELGHT | 5
f 4
: I
(2) 2X8 WOOD BUCK =)
BY OTHERS BY OTHERS
(SEE GENERALNOTE 3,10,& | 2" MIN.
INSTALL. NOTE 13) == EMBEDMENT
#14 WOOD SCREW f
INSTALLATION ANCHOR
1" MIN. EDGE DISTANCE

e

SILL-2X WOOD FRAME
LOWRISE THRESHOLD

JAME - 2X WOOD FRAME

MULTI POINT LOCK TO JAMB

(ONLY ON ODD NUMBER CONFIGURATIONS,

Q|

EXTERIOR

SEE SCHEDBULE SHEET 10)

075" GLASS
BITE

'DRY GLAZING DETAIL 2

\

\ INTERIOR

EPDM SETTING BLOCJ (10)

1" C.A. INSULATED GLASS
CONSISTING OF:

1/4" TEMPERED GLASS,

0.295" x 0.260" ALUMINUM SPACER,
3/16" H.5. GLASS

0.090" 5GP INTERLAYER BY DUPONT,
3/16" H.5. GLASS

NG

EXTERICR

JAMB W/ 2-PT. LOCK - 2X WOOD FRAME

TWIN BOLT LOCK TO JAMB
{ONLY ON ODD NUMBER CONFIGURATIONS,

SEE SCHEDULE SHEET 10)

—]

@)
4

075" 6LASS
BITE

l

{(DUROMETER 80)

DRY GLAZING DETAIL 1

N \ INTERIOR

1" O.A. INSULATED 6LASS
CONSISTING OF:

3/16" TEMPERED GLASS,

0.335" X 0.260" ALUMINUM SPACER,
3/16" H.5. GLASS

(.090" 5GP INTERLAYER BY DUPONT,

3/16" H.5. GLASS

EPDM SETTING BLOCK
(DUROMETER 80)

NOTE: GE IT SILICONE
REQUIRED BETWEEN GLASS
AND FRAME WHERE WATER
INFILTRATION IS REQUIRED.
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2" MIN,
#14 WOOD SCREW A
174" MAX, SEE GLAZING SEE GLAZING SEE 6LAZING 20) SEE GLAZING !
INSTALLATION ANCHOR SHIM INTERIOR DETAIL 1, DETALL 2, DETAIL 1, SHEET 6 DETAIL 2, SHEET 6 Al
- SHEET 6 SHEET 6 | DO ORS’
/[% 8 14 10 12 |; COASTALINNOVA'IT-VEVPRODUCTS
| I 941 NORTH ELM STREET, 5TE. €
] ORANGE, CA 92867
| B PH: (714} 744-6020 FX: (714) 744-6030
= c s | # 8
| i i . 5 3z | shgt
; W EXTERIOR s Him 3
1" MIN. —— oy W=7
EDGE DTSTANGE W\ HORIZONTAL SECTION | &8 | &3«
-3
I %ot - \Z/ ics vE | %5 .
(2) 2X8 WOOD BUCK /" b : SEE GLAZING SEE ELAZING INTERIOR SEE 6LAZING SZ |8 8L &
OTHERS (SEE GENERAL i 18 DETAIL 2, SHEET 6 DETATL 1 SHEET 6 — DETAILL 2, SHEET 6 sy |§ 328 &
4 V. < —
NOTE 3, SHEET 1) ESCTERIOR L':‘u 2 § ?EC 2 a p:3 2
EXTERIOR FINISH o bae .
BY OTHERS 0.4, F & C% :
~ UNIT
WIDTH N ETEAE:
A MNE
/E\ HORIZONTAL SECTION /F\ HORIZONTAL SECTION NBAAE
[ar] v
\7/ JAMB - 2X WOOD BUCK \7/ HHS/HS & TWIN BOLTS EXTERIOR V)
/R\ HORIZONTAL SECTION Z .
\Z/ 13/4" MIN DOUBLETWINBOLT 4/ 11w TAPCON O - 3
EMBEDMENT INSTALLATION H| 5 5
INTERTOR 14" MAX ANCHOR NIE |w|3
C | e Hl 8 |58
SHIM T / } S| 12]|giE
TR SO 2 SR 5
21/2" MIN. W lulz :

SEE GLAZING INTERIOR S SEE GLAZING INTERIOR SEE GLAZING ] EDGE DISTANCE a4 I B E S
DETAIL 1 DETAILL 1 DETAILL 2, =] 28|
SHEET 6 SHEET 6 T SHEET c|z|2

S < =
o CONCRETE/ MASONRY = o =
| BY OTHERS, INSTALLATION| ™ | 3 Jis )2 I
IR N NOTE 12 (B & C) i & . ———
T ® _':'"_‘-.'_:'NCAULK BETWEEN S NG
p) . SEE GLAZING N oo CONCRETE/ MASONRY & 1X _E,;;lé:-'gj -
. 771 ; O b il 1907, woop Buck BY OTHERS IR h‘z;ﬁé
il T N1 WooD BUCK oY aIsiRacER
QPR OO & ) P
E BY OTHERS R L]
EXTERTOR EXTERIOR ‘ EXTERIOR g ; (SEE GENERAL NOTE 3, SHEET 1) ORI T P
EXTERTOR FINISH G, SRR SEEY
/T HORIZONTAL SECTION | By OTHERS YA
W 4 POINT DOOR HANDLE & TWIN BOLT : 0.A. e
- UNIT - = Y E- [T
WIDTH PRODUCT Renew kn RO FslzS|IOGIRE
. RS co'lnpl_y:ing with the Florlar “n-Dg(’ZLREnSED < 9 B [ I hv4 8 z
/T\ HORIZONTAL SECTION /G\ HORIZONTAL SECTION Ddag o ] o somrg i ihe ok O 5|3 7|5
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HEADER
AL. 6063-T5

4.386" —~—l

0.102" 2.834”
JAMB
AL. 6063-T5
[=— 4386" —
= i
l, : == 2.125"

0.104"

1
LANAL
DOORS

PR B GTTorIn

COASTAL INNOVATLVE PRODUCTS
941 NORTH ELM STREET, STE.
ORANGE, CA 92867
PH: (714)784-6020 FX: (714) 744-6030

DRY GLAZING GASKET 1.
SANTOPRENE 101-64

- _
o BILL OF MATERTALS . ... o
ITEMNO| . .. DESCRIPTION PART NUMBER MATERIAL ... MANUFACTURER
1 DOORSEAL ‘| QEBD 650 Q:LON " |sCHLEGEL
2 HEADER AL.6063-T5 COASTAL INNOVATIVE PRODUCTS
) STD. THRESHOLD AL.6063-T5 COASTAL INNOVATIVE PRODUCTS'
"4, |LOWRISE THRESHOLD AL. 6063-T5 . COASTAL INNOVATIVE PRODUCTS
5. |{FLUSH GUIDE THRESHOLD AL.6063-T5 COASTAL INNOVATIVE PRODUCTS
I 6. |WETAHERSEAL QWS-DH1 Q-LON SCHLESEL e
7 . |TAMB AL.6063-T5 COASTAL INNOVATIVE PRODUCTS
8 |JTAMBCOVER AL. 6063-T5 COASTAL INNOVATIVE PRODUCTS,
9 |ASTRAGAL 1AL, 6063-TH COASTAL INNOVATIVE PRODUCTS
10 |6LAZING CLIP AL.6063-TB COASTAL INNOVATIVE PRODUCTS
1t |THRESHOLD INSERT RIGID PVC COASTAL INNOVATIVE PRODUCTS
' T SANTOPRENE 101-64  |COASTAL INNOVATIVE PRODUCTS'
I 12 |DRY GLAZING GASKET TPV/TPE (RAW MATERTAL BY EXXON MOBIL
DUROMETER=64 CHEMICAL €O)
13 DOORRAIL AL.6063-T5 COASTALTNNOVATIVE PRODUCTS
14 |DOQRSTILE AL.6063-T5 COASTAL INNOVATIVE PRODUCTS
i5  |DOUBLE SHOOT BOLT CUPS _ ZYTEL 706331 NC010
16 TWO PT.LGCK TBL NL L/ THROW ZINC ALLOY INTERLOCK @ FRAME SEAL
17 |FOURPT.LOCK LCL 30R4PS ZINC ALLOY INTERLOCK Q-LON
18 lervoT E3CPS STAINLESS STEEL CENTOR .
I E3 HS/ HHS/ HHNHS/ "" I‘f Q969
19 IHINGES HNHS/ HHNH /HNH STAINLESS STEEL CENTOR 1 u
20 |ics E3 CRCS/CLCS STAINLESS STEEL CENTOR @*___ 015
21 END CARRIERRCS/LCS - |E3CiCs STAINLESS STEEL EENTOR :
22 |MIDRAIL 1 Al 6063-T5 COASTAL INNOVATIVE PRODUCTS 0.582" —
23 |0.295"16. SPACER 756 . |AL 6083-0 HELTMA
I 24  |0.335"16.SPACER 856 | AL.6063-0 HELIMA
STANDARD THRESHOLD LOWRISE THRESHOLD FLUSH GUIDE THRESHOLD DOOR SEAL
AL. 6063-TH AL. 6063-TH AL. 6063-TH Q-LON
i 4386" —] |< ‘_1
" 2733"
—4‘ le——— 5000" ——=] | _
lﬂ 2125 ¢ 5—{)0" = e 0.500" 0.980" ?
o B Bl e T T
S i
. J 0.097"
oo97" 0.097"
JAMB COVER ASTRAGAL GLAZING CLIP THRESHOLD INSERT
- AL. 6063-ThH AL. 6063-ThH AL, 6063-TH5 RIGID PVC
l-— 0.730"

r—

l
| |Fo7so
=

All.175" ——
A% 1.122"

1590" —f=— _{_

1 foerr
T

o.go7" —>—| I—-—J

L] orser
B

——-‘ 1.406" I—-—

#

0.060"

MIN. DUROMETER

(SHORE A HARDNESS) = 64

2. MIN. TENSILE STRENGTH

@ BREAK= 1020 PSI
COMPRESSION SET= 26%

. TEAR STRENGTH= 131 LBF/IN
ELONGATICN %= 340-463
SPECIFIC GRAVITY= MIN. 0.96

0.891"
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DOOR RAIL
AL. 6063-TH

——I 1.758" i——

1

0,

AL. 6063-T5

&)

DOOR STILE

——L 1.758" |—-—

]t

3.662"
0.079"

—] |———

0.079"

—_—

nl—In

2- PIECE PIVOT SET
STAINLESS STEEL

STAINLESS

OFFSET HINGE
SET

"D" HANDLE

3-PTIECE HINGE SET

TWO PT. LOCK
ZINC ALLOY

L

DOUBLE SHOOT BOLT CUPS
ZYTEL 70633L

FOUR PT, LOCK
ZINC ALLOY

()

: ¢ ¢
2.953" 3 §E§ ¥
‘{ 3p | gg7d
I = LB
H & O . i
wZ 233
z2 | o538 .
2-PTECE SET S3 |8 E5% §
3-PIECETCS SET END CARRIER (RCS/LCS) MIDRAIL 20 |8 299 ¢
STEEL STAINLESS STEEL STAINLESS STEEL AL. 6063-T5 47 2202 %
—| 1758" [ E o g@g z
a T <] <o
t_; E =8
fa o |~
. | 3.662"
0079% === 12|25
Vg
orrser e [ ] 2
SET FOR OPTIORMAL HIGH O E
INTERMEDIATE BOTTOM RATL H - E
CARRIER Q o
SET U) ':' E g
— &< Ol w
>l |58z
MESHHE
C| =
o B
2188
o o
REIRBE
8 R il
S aereen el B
: = r\i\i\) [B R
0.295" 1.6, SPACER 0.335" LG, SPACER Y W bigs
AL. 6063-0 AL. 6063-0 ”Eﬁﬁ
0.295" ——1 |~— 0.335" -—-—l |—-—| éggg
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COASTAL INNOVATIVE PRODUCTS
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-______________________________________________________________________
PANEL CT: , QUALIFIED CONFIGURATIONS
1 1L 18 . . : ; ) - - NOTES:
- _ - . : 3 " ".
> R T T R - = - —— ~|| 1 MAXIMUM PANEL STZE: 36" X 96
3 1L2R | 2L1R | 3L 3R - | - - - - 2, END PANEL HARDWARE: DOORS”
4 1.3R | 3L1R | 2L2R 4L 4R - - - | - A.ODD TO ODD PANELS (L.E. 3L3R CONFIG.)- REQUIRE 4-PT LOCK (LTEM 17) OR 2-PT LOCK (ITEM 16) ON ACTION PANEL VN
5 1L4R 4L1R 213R | 3L2R 5L 5R - . - (#3L OR #3R) AND 2-PT LOCK (ITEM 16) ON THE STRIKE-PLATE PANEL (#3R OR #3L} COASTAL TNNOVATIVE PRODUCTS
3 ; . 941 NORTH ELM STREET, STE.C
6 158 | sRiL | 214r | 4R2L | 3L3R 6L 6R - - '
1 7 1068 | 61k | 2sR | 52R | 3L4R | 4RaL = R - B. ODD TO EVEN PANELS (L.E. 3L2R CONFI6.)- REQUIRE 4-PT LOCK (TTEM 17) OR 2-PT LOCK (ITEM 16) ON ACTION PANEL B 7140 740 4005 o 143 7446030
— (#3L) AND ONE END CARRTER {ITEM 21) (#2R) -
8 iL7R | 7R | 216R | 6L2R | 3L5R | 5L3R | 4L4R 8L 8R : o 2 B
2 1L8R | BtIR | 2L7R | 7L2R | 3L6R ] .6R3L { 4ISR | SL4R - C.EVEN TO EVEN PANELS (LE. 2L4R CONFIG.) - REQUIRE ONE END CARRIER (ITEM 21) ON BOTH PANELS (#2L AND #4R); 3 GBL F
10 28R | stor | 3tyr | 7i3r | 4ater | s1ar | sisw . - B 8ag =
11 3L8R | BL3R | 4L7R | 7L4R | 5L6R | 6LSR - . . D.ODD PANEL INTO JAMB (L.E. 5L CONFI&.) - REQUIRE EITHER 4-PT LOCK (ITEM 17) OR 2-PT LOCK (ITEM 16) ON ACTION g 9 2 o
12 | s8R | 8ar | s17R | 7SR | 6LeR | - - - - PANEL (#5L) LIE| sad¢ z
- =) o I
1__ | Sk | BIOR L GLR. L MOR L - - 2 . : £. EVEN PANEL INTO JAM (LE. 6L) - REQUIRE ONE END CARRTER (ITEM 21) (#6L) whgl 0%F
14 6L8R | BL6R | 7L7R - i - - - - - SEL|E 288 &
i 15 7L8R | SL7R - - - - - - - || 3.HINGED JOINT PANELS - ALL HINGED PANELS REQUIRE THREE HINGES (LTEM 19) AND TWO 2-PT LOCKS (ITEM 16) E 252 B 3
16 8L8R - - -1 - - - - 250l 222 8§
4.CARRIER JOINT PANELS - ALL EVEN NUMBERED PANELS REQUIRE AN ICS (LTEM 20)AT THE TOP OF THE PANEL, A HINGE g2 V% 2 2'; 33
(ITEM 20) IN THE CENTER AND A CONCEALED INTERMEDIATE GUIDE (ITEM 20) AT THE BOTTOM P 5 @‘;; e
P FN-o =
SR
AL
fa) o | M~
o - a|2|2]5
B 7 2
/-/ P % E
<
Z £
(3)#12 X 11/2" jig i @
PHS | a =AMk
|G| n
3/8" BOLT W/ soLb oAk TIE__ " LI>J B
LOCK WASHER SUPPORT wl8iz|3
& HEX WASHER . : ) o S[R3
115/64" —] — 11.00 2|3 g
[w]
: EIHE
21/32" —
Q
/:p | P : EARIRIE
~L- 1 7. ®
/ |~ . , b 4 ] ’ﬁ,ﬁ
(2) #12 X 11/2 3/8" BOLT W/ e | /353 5
PHs LOCK WASHER ~ 1 3 £c5
& HEX WASHER : gaesk
= i3]
: - = nrga%?
: Pl
/1 FRAME CORNER DETAIL - /N1y PANEL CORNER DETAIL /N  VERTICAL SECTION Saia.
@ DOOR FRAME WITH STANDARD SILL SHOWN \l(y DOOR PANEL : ®oprlowAL HIGH BOTTOM RAIL (WOOD REINFORCED) - Qi’g\\g
IS \\ B
EE] B
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le—— 5.000" ———=] /@ . INTERIOR DOORJSH
EXTERIOR INTERIOR EXTERIOR - 2.733" —_— LA AN
= RV - 0.480" COASTAL INNOYATIVE PRODUCTS
. 941 NORTH ELM STREET, STE. €
2 _I — 0.480" ORANGE, CA 92867
" l PH: (714) 744-6020 FX: (714) 744-6030
(2) 2X8 WOOD BUCK 0.480 (2) 2X8 WOOD BUCK o] ,I * —
BY OTHERS BY OTHERS _ < 1 BY OTHERS BY OTHERS - L= g VI
(SEE GENERAL NOTE 3,10, & — | LN Ny CCC CENERALNOTE 3,10, & SS= 2" MIN g wl| s}
- e ' [{5] -
INSTALL. NOTE 13) = — INSTALL. NOTE 13) 1 >< N ENT 228 208 &
#14 WOOD SCREW _—|_1—"" f / ] SRl £33
INSTALLATION ANCHOR . #14 WOOD SCREW 100" —=] |~ f H<z| 2z
1000 —= = == —i 1497 INSTALLATION ANCHOR 3748" — ] W3Rl o33
1094" —=| | |- 1.094" - ' she<|s 228 §
I( 1]
- | 1" MIN. EDGE DISTANCE £" MIN. EDGE DISTANCE 223|835 3
w2 Y% 3235 %
S\ LOW-RISE SILL DETAIL /U\  FLUSH SILL DETAIL iz BlE et
w2
\11/ 2X8WOOD BUCK INSTALLATION PREPARATION \17]/ 2¥8WOOD BUCK INSTALLATION PREPARATION pw gog f
SRR R
E i R
FATRN IOV [ N
ALL SUBSTRATES MUST BE RECESSED AND/OR S Talwi=
ROUTED TO ACCOMMODATE THESE COMPONENTS o |=|=|%
PRIOR TO INSTALLATION. ALL EDGE DISTANCES s}
AND EMBEDMENTS FOR ANCHORS MUST BE -
MAINTAINED AS NOTED IN THLS SHEET. S 3
£y
HlZ] |S
/@ INTERIOR a M HE
" ZNTERILR o 1«
0.480" Wl L leizlz
_ ] o o =
r 0.480 |2 [S]E]8
- : - . - v
CONCRETE oago | CONCRETE RN [ T SO J ; 2|58
BY OTHERS (MIN 3000 PSI) e i} BY OTHERS (MIN 3000 PSI) S [ i M gz «
(SEE GENERAL NOTE 10 & ‘-' D A IE;/;EDAE&T (SEE GENEBAL NOTE 10 & _\ e ] ) a N L i, 4 ‘ 1 3/4" MIN. Sl =
INSTALL. NOTE 13) N2 S BT INSTALL. NOTE 13) PR 2 B S AP EMBEDMENT O falalol
|- R . Ny O ] 8 : 201 PR A 2 . : .Z.-\““-‘Lu,
14" ITW TAPCON __—| } I b o v et TR ET
INSTALLATION ANCHOR ) ) 1/4" TTW TAPCON——T50" —»m ] _ ! . iy AR
1098 —1 | |- | - - - Felte)
|- 250" MIN. EDGE DISTANCE | 250" MIN. EDGE DISTANCE | Rive Eﬁ?%
LOW-RISE SILL DETAIL FLUSH SILL DETAIL -. s
T V fEaissl |
\ll/ CONCRETE INSTALLATION PREPARATION \ll/ CONCRETE INSTALLATION PREPARATION *%&3‘1{;
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olz N 1)
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